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Dilk HAVE NOT EXPERIENCED THE AIR CONDITIGNING PROBLEM ETR
(STICKING RELAY) THAT WAS REPORTED IN PREVIOUS WEEKS BUT
THE UPS ALARM PROBLEM CONTINUES. HAVE MANAGED TO FIND THE
SPECIFIC ALAR! CONDITION THAT IS CAUSING THE UPS ALARM; IT
IS BYPASS OVER/UNDER FREGQUENCY. HOWEVER, WHEN THE BYPASS
FREQUENCY IS MONITORED, EVEN DURING THE ALARM, IT IS &0.0

1A HZ S0 THE PROBLEM IS IN THE ALARM REPORTING SYSTEM AND NOT iy
TRUE FAULT. EVERYTHING ELSE IS OK. REGARDS.| STAT
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